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Change F10 and F11 to the correct wire colors to
change the transformer setting. Note thatthereisa
difference between 208 volt and 230 volt—they are
not the same for the transformer.

Change the motor relayto the following amperages:

208 volt= 22 amps

230 volt= 20 amps
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